INTRODUCTION
n the case of multy storey buildings, the classic solution for balconies is an external extension of the slab, made in the most common situations, of reinforced concrete. Building the balconies involves designing and constructing a platform as an intrinsic element of the structure of the building; this platform is an element of reinforced concrete (console), which supports a vertical load on the upper horizontal side.
The reinforced concrete slabs are the most used in civil constructions, they best respond to the technical and economic conditions imposed on the floors in the modern civil constructions. According to the research, the boards in the console are plates embedded on one side and free on the other sides, where the resistance reinforcement is disposed perpendicular to the embossed side. [1] This solution for making the balconies has disadvantages: a) the heavy weight of the reinforced concrete console, which increases the load to which the whole structure of the building is subjected; b) the relatively large workload required for the execution and completion of the balcony after the execution of the reinforced concrete console; c) the total length of execution time, imposed by the need to strengthen the concrete after casting and attaining the minimum required resistances imposed by the standards; d) reduced possibilities of diversification of the dimensions and of the architectural design of the balconies thus realized; e) the impossibility of applying to the existing constructions, because the realization of the reinforced concrete console would involve substantial interventions to the structure of the building, with unacceptable labor, costs and realization times; f) the assessment of the concrete characteristics of the structural elements is a complex process that is a component of the environmental control of the construction works. [2] 543 
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For the same purpose, it is also known the solution of balconies made of wood that are used for wood buildings or attached to buildings made of other materials. The main structural elements of these balconies are wood beams at relatively small distances (0.5-1.00m); the maximum length of such balconies is up to 5-6m, and they are sited usually on masonry walls or on reinforced concrete elements. [3] This solution for making the balconies has some disadvantages also: a) reduced load capacity, which implies the need for additional strength elements; b) deterioration of the resistance characteristics in time, due to the drying of the wood in the structure of the balcony; c) reduced life in situations of poor or incomplete maintenance; they need periodic treatments necessary to eliminate or reduce the effects of the destructive action of microorganisms (caries, fungi, bacteria, molds); d) relatively demanding maintenance from the point of view of antimicrobial treatments and coating with protective films against external environment factors.
The problem solved by using modular precast metallic balconies is to provide an additional exterior or interior space (open or closed balcony) to help improve the performance of the existing building and the quality of life, as well as to increase the value of the building. The modular prefabricated metal balcony product overcomes the aforementioned drawbacks in that, for the purpose of making balconies to existing buildings which do not have, it is prefabricated from metallic materials and can be applied practically to any type of building without major intervention to the building's structure because the horizontal horizontal platform of the balcony is a component part of the prefabricated balcony assembly. The positive effects of modular precast metallic balconies are: -easy access to an open space outside the building; -possibility to refresh the air from the interior spaces with fresh air from outside; -widening the visual perspective towards the exterior of the building; -extension of the interior space bounded by the exterior walls of the building; -enhanced natural illumination of the interior space; -the consequent increase in the quality of living and comfort for occupants.
THE CONSTUCTIVE SOLUTIONS

Constructive solutions Type 1 -Balcony in console without supporting elements
Attached to the walls of a bulding, there are two beams fastened on the wall of the structure by means of clamping elements (a metal plate and threaded bolts); each of these beams is realized from two U rolled shapes, connected with round rods, welded or bolted. The horizontal distance between the beams equals the opening of the balcony.
This balcony is a modular console type metallic structure that is attached to structural elements of the building by means of metal parts, called "insert pieces". The pieces will be attached to the structure of the building by means of chemical anchors. The metal structure of the balcony console features a rigid frame made of welded rectangular pipes. The non-structural elements attached to the balcony will feature Deck plating, which will be the floor and the metal railing made of stainless steel circular elements to be trapped on the three sides of the balcony. At certain levels, between the U rolled shapes, it will be introduced a RHS beam, with a particular head -similar to a hammer. These RHS beams are the lateral consoles which support the structure of the balcony. Between the two consoles, there will be other long RHS beams, hitch will form the perimetre of the balcony. Constructive solution Type 2 -Balcony in console without supporting elements, with circular corner This type of balcony has a modular metallic structure similar to the console balcony structure without supporting elements but is only studied and thought for the types of balconies applicable to the corner of the building for which the corner balcony module has a circular shape. The corner module strength elements are U-profile welded to the beams of the frame. The non-structural elements of this balcony are similar to the console balcony elements without supporting elements. This type of balcony is a metal construction in which a large part of the structural elements of resistance and support are made of welded plates. Balcony fasteners are U-shaped profiles with variable sections made of welded sheets that catch on the building wall along the entire height of the level. The support elements are the tie beam elements representing a straight-circular pipe with the heads provided with clamping devices. The metallic structure of the balcony console features a metal frame made up of main beams of welded sheet with variable section and secondary beams of rectangular pipes welded to the main beams.
The platform of the balcony can be realized as light as possible, using different solutions resistant to weather exposure. The same solution is adopted to secure the hand-rail of the balcony. Then introducing the vertical elements at the corner of the balcony and along the openings (the parapet) we will form a rigid body (hand rail -parapet -platform of the balcony) connected to the building wall. This article will present three types of modular metallic buildings for balconies with an opening of 2.00m and a width of 1.30m. The difference between the balconies will show the type of the balcony's grip by the structural elements of the existing building, the shape of the railing and the static scheme of the balcony.
The solution has the following advantages: -makes possible to build a balcony on existing buildings, thereby achieving significant beneficial effects on the quality of life and the comfort for the occupants of the building, while increasing the market value and use value of the buildings in question; -due to the structural integrity, the modular prefabricated metal balcony applied to the buildings, transmits the building loads to the weight of the assembly and the external loads through the vertical elements, which determines that the proposed structure can be included in the category of partially self-supporting structures; -by completing the prefabrication of the new balcony type and assembly systems, the product provides great flexibility under various conditions and specific requirements generated by the large diversity of existing buildings, the product being practicable in all possible situations; -thanks to the used gripping methods, the prefabricated, modular metallic balcony applied to the buildings allows for simple installation, requires small mounting times and ensures high positioning precision on the building wall; -provides high reliability and maintenance and maintenance costs are reduced; -being a fully prefabricated product, there are the necessary conditions for the quality assurance of the execution, the sorto-type-dimensional diversification and the design of the assemblies made of balconies; -Due to the gripping methods used, the loads transmitted to the building through the vertical elements are incomparably smaller than other gripping methods, which results in a dissipation of the effort on the entire surface of the vertical elements mounted and the decrease of the efforts in the platform support area; -is a method that allows in the economic variant to obtain standardized products, modular (depending on the desired opening), verified and certified, for which the approval of the location will be easier; -it is an economical construction method, the total costs being even lower compared to the existing variants due to the prefabrication and quick mounting scheme.
PRACTICAL SIZING
The main elements of the balcony structure can be sized very easy, using basic engineering skills, as exemplified below. The gripping pieces are inserts pieces whereby the main beams of the metallic balcony are anchored to the beams of the existing building. As a result, the insertion pieces play the role of the main resilience elements that take over the loads transmitted by the structure of the balcony and transmits them to the main strength elements of the building. 
CONCLUSIONS
The purpose of the modular precast metallic balconies is to provide an additional exterior or interior space, open or closed balcony, to help improve the quality of life, the performance of the existing building within its lifetime limits, and to increase the value of each building concerned.
In order to achieve the purpose of the product, the starting point was that the structure must be prefabricated, built upon a metallic structure in order to be applied to any type of building without affecting its structural strength, since the balcony's horizontal platform is a component part of the prefabricated assembly.
According to the research, most of the buildings designed without balconies or loggias are old buildings that have been subjected to numerous seismic actions, having reached or exceeded the specified level of exposure; that is why the patented product started from the idea of a prefabricated structure, designed so that the interventions have a minimal effect on the structural resistance and are non-destructive.
Following the analyses and because of the structural integrity, the conclusion was that, by using modular precast metallic balconies for buildings, the loads resulting from the weight of the assembly, as well as the external loads resulting from vertical elements are transmitted to the building. Consequently the proposed structure can be included in the category of partially self-supporting structures.
Due to the implementation of quality management systems in the execution process as well as in the product assembly, it was possible to carry out a simple and fast assembly, which ensures with great precision the position of the product on the surface of the building.
Therefore the necessary conditions for the quality assurance of the execution, the dimensional diversification and the design of the assemblies made of balconies are complied with. This is a method which, in an economic variant, allows the obtaining of standardized modular products, depending on the verification and certification of the desired space.
The main effect of the application of this product is that it makes it possible to extend the existing space by adding balconies to the existing buildings, with significant beneficial effects on the quality of life for the occupants and the comfort of occupying the premises while increasing the market value of the buildings. 
